240 VOLT 12 85 AMPS

PRIMARY CIRCUIT |
| PROTECTION / DISCONNECT |
| TO BE PROVIDED BY OTHERS |

LOW VOLTAGE DC INPUT
FROM ANALOG CONTROLLER
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344 W. 157th Street

| N F R AT E C H Gardena, California 90248

www.infratech-usa.com

Phone: (310) 354-1250
Fax: (310) 523-3674

DESCRIPTION

2 RELAY CONTROL PANEL
240 VOLT SINGLE PHASE 85 AMPS

CUSTOMER

Sample

DATE

ITEM# 30-4052

JOB# UL#




ELECTRONIC COUNTDOWN TIMER
SWITCH

120 VOLT 1 AMP
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\— LOW VOLTAGE DC OUTPUT TO CONTROL PANEL 4
344 W. 157th Street

INFRATECH. ego ez

www.infratech-usa.com Fax: (310) 523-3674

DESCRIPTION
2 ZONE REMOTE INTENSITY CONTROL

UNIT WITH INTERMATIC ELECTRONIC
IN-WALL TIMER (30-60-120-240 MIN.)

CUSTOMER

NOTE: USE TWISTED PAIR OR SHIELDED Sample

WIRE FOR LOW VOLTAGE HOOK-UP. DATE TEME 304046

JOB#






