FOR USE WITH 240VAC HEATERS

|_ PRIMARY CIRCUIT .G_RO|!IJND 240VAC SINGLE PHASE INPUT CONTACTOR
PROTECTION / DISCONNECT MAX 70 AMPS —_— ﬂEL —
TOBEPROVIDED BY OTHERS | |_ _| TOTAL WATTAGE OF HEATER(S) |MAIN FEED AMPERAGE
= T oL 1500 8
ol | au | 2000 1
|_ —_— | 2500 14
| 3000 16
| 3500 19
| 4000 21
| 4500 24
| 5000 27
5500 29
| 6000 32
| 6500 34
= = = = | 7000 37
DUPLEX/STACK A O A2 A @— A2l NOTE: MAX 6000 WATTS PER 7500 40
swirer | _T CONTACTOR 8000 42
L1 TIMER | 8500 45
| | (PROVIED) | o o o o 9000 47
T2 T3 T2 T3 | 9500 50
L M o o o T 10000 53
— — — — — — — 10500 55
11000 58
g HEATER 1 HEATER 2 11500 60
L1 N 5002000~ >—000900 < 12000 63
EXTERNAL 120 V
POWER SOURCE
NOTES:

1.  ALL INFRATECH PRODUCTS MUST BE
INSTALLED BY A LICENSED ELECTRICIAN
RETIGHTEN CONNECTIONS YEARLY
TYPE 1 ENCLOSURE- INDOOR USE ONLY
NOT COMPATIBLE WITH INF CONTROLS
DESIGNED FOR USE WITH ENCLOSED 4
HOUR MAX TIMER

Lol o

FOR USE WITH 208VAC HEATERS

|_ oRMARY CIRCUIT =—]JI  208VAC SINGLE PHASE INPUT concron
PROTECTION / DISCONNECT GROUND MAX 70 AMPS PANEL
TO BE PROVIDED BY OTHERS |_ _|
! alL TOTAL WATTAGE OF HEATER(S) |MAIN FEED AMPERAGE
o | 1500 10
|_ J | 2000 13
| 2500 16
| 3000 19
| 3500 2
| — 4000 25
| 4500 28
5000 31
5500 34
| 6000 37
| 4 4 4 4 6500 40
~ | . 7000 43
DUPLEXISTACK A © A2 A c— A2l NOTE: MAX 5000 WATTS PER
SwireH CONTACTOR 7500 46
L1 TIMER | 8000 29
| | (PROVIDED)| | [} | Iu] Iu] 8500 52
T2 T3 T2 T3 | 9000 5
—to o a o a 9500 58
L I T ] L 10000 61
1 HEATER 1 HEATER 2
L1 N 000000, 009000,
EXTERNAL 120 V
POWER SOURCE
NOTES:
1.  ALL INFRATECH PRODUCTS MUST BE
INSTALLED BY A LICENSED ELECTRICIAN
2. RETIGHTEN CONNECTIONS YEARLY
3. TYPE 1 ENCLOSURE- INDOOR USE ONLY
4. NOT COMPATIBLE WITH INF CONTROLS
5. DESIGNED FOR USE WITH ENCLOSED 4
HOUR MAX TIMER
|_ oRIARY GROUIT — 480VAC SINGLE PHASE INPUT comeron TOTAL WATTAGE OF HEATER(S) |MAIN FEED AMPERAGE
PROTECTION / DISCONNECT GROUND MAX 70 AMPS PANEL 1500 4
TO BE PROVIDED BY OTHERS - - - - - — — — — _| 2000 6
| 2500 7|
=1 t aL 3000 3
= 1 oL 3500 10
|_ | 4000 1
- | 4500 12
| 5000) 14]
5500) 15
| 6000) 16|
| 6500) 17|
| 7000 19
7500 20)
8000 21
| 8500) 23
9000 24
= = = = | 9500 25
A © A2 A ©— a2l NOTE: MAX 12000 WATTS 10000 27
Mo | ~ PER CONTACTOR 10500 28
L1 | 11000 29
TIMER 11500 30)
| | (PROVIDED)| | [m] [m] [m] [m] 12000 32
T2 T3 T2 T3 | 12500 33
—to 13000 34
L P o o o o 1 13500) 36]
— 14000 37
14500 38
3 15000 40
L1 N b anegeg, b aegeg 15500 a1
16000 42
EXTERNAL 120 V 16500 3
POWER SOURCE 17000) 15
17500 46
18000 47
18500 49
19000 50
NOTES: 19500 51
1. ALL INFRATECH PRODUCTS MUST BE 20000 =
INSTALLED BY A LICENSED ELECTRICIAN 20500 m
2. RETIGHTEN CONNECTIONS YEARLY 21000 =
3. TYPE 1 ENCLOSURE- INDOOR USE ONLY 21500 s
4. NOT COMPATIBLE WITH INF CONTROLS 22000 <3
5. DESIGNED FOR USE WITH ENCLOSED 4 22500 <o EYVITET mem—
HOUR MAX TIMER o INFRATECH. oy cine o
23500 62 www.infratech-usa.com Fax: (310) 523-3674
24000 6 PESCRPTON AL CONTACTOR PANEL

WITH PROVIDED TIMER
SINGLE PHASE

MAX 70 AMP MAIN FEED
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MULTIPLE HEATERS ON A CONTACTOR

ll___
PRIMARY CIRCUIT

PROTECTION / DISCONNECT
TO BE PROVIDED BY OTHERS

SINGLE PHASE INPUT
GROUND 70 AMPS MAX

o] _

a L1

CC)
_ D2|D2
D1|D1
N2[N2
N1IN1
e[e
DUPLEX/STACK A1l A2
r_
_e _ _.‘_u TIMER
L 1s T3
_l _ L L d
®
L1 N
EXTERNAL 120 V
POWER SOURCE

NOTE: ALL INFRATECH PRODUCTS
MUST BE INSTALLED BY A LICENSED ELECTRICIAN

HEATER 2

HALF POWER FOR ONE HEATER

ll___
PRIMARY CIRCUIT GROUND

SINGLE PHASE INPUT

CONTACTOR

PROTECTION / DISCONNECT 70 AMPS MAX
TO BE PROVIDED BY OTHERS _
20 _ at
ol | i au
_ e e
D2|D2
D1|D1
N2[N2
N1|N1
e|e i 1
DUPLEX/STACK A1 A2 r®| J)m
r ! L1
>~ o TIMER
_ a
. T3 T3
L lo ]
¢
L1 N >—009990,4
EXTERNAL 120 V
POWER SOURCE

NOTE: ALL INFRATECH PRODUCTS
MUST BE INSTALLED BY A LICENSED ELECTRICIAN

DUAL
ELEMENT
HEATER

HALF POWER FOR TWO HEATERS

— SINGLE PHASE INPUT
PRIMARY CIRCUIT
PROTECTION / DISCONNECT GROUND 70 AMPS MAX oL
TO BE PROVIDED BY OTHERS _
a L2
_ a L1
_ e e
D2|D2
D1|D1
N2|N2
N1|N1
8|8
DUPLEX/STACK A1 /l@ A2 /|®| |ﬂ>m
SWITCH
"
_ - _.‘_u TIMER
_ oo oo oo
T1 T2 T3 T4 T3 T4
L N le (W | (W | (W |
L
L1 N ELEMENT 1 ELEMENT 2
EXTERNAL 120 V
POWER SOURCE
ELEMENT 1 ELEMENT 2
—o— L —— —o— L ——
NOTE: ALL INFRATECH PRODUCTS
MUST BE INSTALLED BY A LICENSED ELECTRICIAN

DUAL
ELEMENT
HEATERS

NOTE:

ORANGE TERMINAL BLOCK
JUMPER INCLUDED FOR
TYING D1 AND D2
TOGETHER IF THAT IS
DESIRED ZONING.
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DESCRIPTION
DUAL CONTACTOR PANEL
SAMPLE CONFIGURATIONS
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